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NOTES

1. 50mm EMBEDDED PVC CONDUITS SHALL BE PLACED IN THE LOWER
CURBED PORTION OF THE PARAPET.

2. COORDINATE WITH OTHER TRADES TO MAINTAIN Smm CLEARANCE FROM
ALL REINFORCEMENTS.

3. UNIT DUCT WITH 3-1/C NO. 4 AND 1-1/C NO. 6 GRD. 600V TYPE
RHH/RHW/EPR LIGHTING CONDUCTORS,

4. UNIT DUCT WITH TRAFFIC SIGNAL FIBER OPTIC CABLES. REFER TO
SHEETS TS-12 AND TS-13.

5. 65mm EMBEDDED PVC CONDUITS WITH 3-1/C*4 AND 1-1/C*6 GROUND.
6. JUNCTION BOX FOR TRAFFIC SIGNALS EMBEDDED IN PARAPET WALL.
7. JUNCTION BOX FOR ELECTRIC EMBEDDED IN PARAPET WALL.

8. 65 mnmm WITH 6-1/C®4 AND 2-1/C*& GROUNDS.
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